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A driven-point well — sometimes
called a “sand point” — is a small
diameter well made by connecting
lengths of 1-1/4" or 2" diameter
steel pipe together with
threaded couplings. Threaded
to the bottom of the string of
pipe is a drive-point well
screen. The screen is usually
2 to 3 feet long with a
hardened steel tip or “
drive-point” at the bottom.
The purpose of the screen is
to allow groundwater to
flow into the well but keep
the surrounding sand out.
Water can then be pumped up
through the pipe to the surface. The
hardened steel drive-point tip allows
the well to be more easily driven into the
ground. The pipe and drive-point resemble
a long spear.

Installation of a driven-point well begins by
driving the point and a single length of pipe
into the ground. A special fitting called a drive
cap is threaded onto the top of the pipe to
protect the pipe threads while driving and to
prevent contaminants from entering the pipe.
Sometimes a shallow “starter hole” is dug or
augured at the ground surface to accommodate
the pipe lengths and facilitate the starting of the
driving process. Driving is often done by hand
using a post driver — a short length of weighted
steel pipe with handles. Some well point
installers use mechanical, motor-operated
equipment with a tripod and pulley set up to
raise and lower the heavy driver. Sections of
steel pipe are added as the pipe is driven deeper
into the ground. This is continued until a
sufficient depth below the water table
is reached.

In many areas of Wisconsin, a driven-point
well can be an alternative to a larger diameter
drilled well. Installed properly using a high
quality drive-point, it can provide an adequate
supply of safe drinking water, especially for
cottages and many residences.

However, because of installation limitations,
driven-point wells are usually only found in
areas having permeable sandy soils and a high
water table. These same conditions can make
both driven-point and drilled wells and shallow

What is a driven-point well?

groundwater susceptible to contamination from
land use activities. Contaminants, especially
chemical contaminants, can easily migrate
down through permeable sandy soils, enter
the groundwater and move into a well. But if
properly located and constructed, and taking
into consideration the land use in the immediate
area, driven-point wells can offer protection
from most types of contaminants, especially
biological contaminants like bacteria.

The map (Figure 1) will help you determine
if you are in a predominantly sandy soil area
where driven-point well installation is more
likely. However, sandy soils alone will not
guarantee successful installation of a driven-
point well. If the water table is deep, it may not
be physically possible to drive the well point
deep enough to reach it. Large boulders or
layers of tightly compacted soil like clay or
“hardpan” may be encountered that effectively
stop the driving process. Further, though clay
can hold a lot of water, the clay particles are too

Figure 1.
Major areas of sand and
gravel in Wisconsin.
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closely packed to allow water to flow through it
into a well. Local governmental agency offices,
such as the Natural Resources Conservation
Service or County Zoning, are other sources of
information about local conditions, as are
neighboring property owners who already
have wells, and, of course, your local water
well contractor.

Depth to the water table is another very
important consideration when installing a
driven-point well. Although 1-1/4" diameter
well pipe can be used when the water table is
less than about 20' below the ground surface,
2" diameter pipe must be used when the water
table is deeper than 20'. This is because different
pumps and pumping equipment vary in their
ability to draw water from various depths. A
shallow well pump can only draw water from a
maximum depth of about 20', and for these
shallow water table depths, 1-1/4" diameter
well pipe is sufficient. A deep-well pump
installation is necessary if the water table is
deeper than about 20'. Two-inch diameter pipe
is necessary to accommodate a jet and packer
assembly to be installed in the well pipe itself.
This assembly allows the water to be drawn
from depths up to about 100'. However, be
aware that pumps lose efficiency as the
pumping depth increases.

Water use is another factor to consider when
deciding what type of well to install. Many
homes today have numerous modern
conveniences such as automatic clothes washers,
dishwashers, garbage disposers and two or
three bathrooms. Some people water gardens
and lawns. All create increased water demand,
often at higher pressures. If higher water use is
anticipated, a drilled well with a submersible
pump installation is often a better, more energy-
efficient alternative to a driven-point well.

Who regulates  
driven-point wells?

The construction of driven-point wells and
the installation of pumps for them are regulated
by the Department of Natural Resources.
Specific rules are in the Wisconsin Well
Construction and Pump Installation Code
(Chapter NR 812). This code, originally passed
in 1936, was one of the first well codes in the
Country and has been used as a model for rules
in other states. Wisconsin is recognized as a

national leader in well protection. A major code
revision (5th Edition) went into effect on
February 1, 1991.

The well code is based on the sound premise
that if a well is properly located andconstructed,
and pumping equipment is properly installed,
the well should provide bacteriologically safe
water without need for disinfection treatment.

Several counties have been delegated
authority to regulate portions of the well code.
Some of these counties require a “Well Location
Permit” before a well may be installed. Check
with your county before proceeding with
well construction.

For additional well code information you
may contact Drinking Water and Groundwater
staff at the DNR Regional Offices throughout
the State or your local licensed well driller or
pump installer. The locations and phone
numbers of these offices are listed at the end of
this brochure. If you are in a delegated county,
you may contact the County Health or Zoning
Department for more information.

Who may construct a
driven-point well?

You do not have to be licensed to install
driven-point wells. Anyone may install these
wells provided there is no preliminary
excavation or starter drillhole constructed
deeper than 10 feet before driving of the point
begins. Further, the work must be done in one
mode of operation. That is, the screen must be
attached to the pipe before the assembly is
driven into the ground. Any other type of well
construction must be done by a licensed
Wisconsin well driller except that a property
owner may construct any type of well on
his/her property. Regardless of who installs the
well, the installation must meet the
specifications of the well code (NR 812) for well
location, well construction, pump installation,
and finishing operations.

A pump for a driven-point well must be
installed by a licensed pump installer, except
when the pump is installed by the owner for
his/her residence. The pump must also be
installed according to the code requirements no
matter who installs it.
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What are the well  
installer’s responsibilities?

The well constructor must locate and
construct the well in compliance with the
well code requirements. Upon completion of the
well construction or reconstruction, the installer
of the well must test pump the well, disinfect
and flush it, collect a water sample for
bacteriological analysis and submit a well
construction report. (For more detail on these
requirements refer to one of the latter sections
of this brochure).

What are the pump  
installer’s responsibilities?

A pump installer must install the pitless
adapter unit (if used), the pump, the pressure
tank and other associated piping and equipment
in compliance with the code; disinfect the pump
distribution system after installation; flush it;
take a water sample for bacteriological analysis
(as described in one of the latter sections of this
brochure); and report the results to the owner.
The pump installer may delegate the water
sample collection to the owner or another agent.

The owner of the water supply may do
his/her own pump installation work for their
well on their own property provided the work is
done in a code-complying manner.

For what types of uses  
are driven-point
wells allowed?

Driven-point wells are allowed for the same
uses as are private drilled wells, including:
▼  Private residential wells serving 6 or fewer

homes and serving fewer than 25 year-round
residents.

▼Non-community water supplies such as
restaurants, taverns, and gas stations, etc., but
not schools. (School water supplies require
DNR approval and driven-point wells are not
usually allowed.)

▼Non-potable wells—wells not used for
drinking or sanitary purposes. (Non-potable
wells must be installed according to the same
standards as potable wells).

Where must a
driven-point well
be located?

The well code location requirements for
driven point-wells are the same as the
requirements for private drilled wells.

The basic well location
requirements are as follows:
Highest Point on Property
▼The well must be located on the highest point

of the property consistent with the general
layout and surroundings if reasonably
possible, but in any case the well must be
protected against surface water flow and
flooding and not be directly down slope from
a contamination source on the property or on
an adjacent property. The well may be side
gradient from a contaminate source provided
that surface water that flows over the
contaminate source does not flow within 8
feet of the well.

Basement Location Prohibition
▼The well must not be located in a basement,

unless it is installed in a walkout basement,
i.e. a basement that is at ground grade on one
side of the house. A well located in a
basement is subject to contamination from the
back-up of sewers and from spills of fuel oil
and other products in the basement. Further,
terminating a well in a basement effectively
reduces the casing depth and thus the
sanitary protection provided by the casing.
Wells have not been allowed in non-walkout
basements since April 10, 1953.

Pit Prohibition
▼The well must not be located in an

unapproved pit. Pits for new wells have been
prohibited without special approval since
April 10, 1953. A pit is also not a sanitary
location for a well. A pit can easily flood and
contaminate a well. Pits became obsolete for
providing frost protection for a well with the
invention and use of pitless adapters in the
1930s and 40s. (A pitless adapter is a piece of
equipment that provides an underground
connection to a well for the pump piping that
extends below frost depth into the basement.)
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▼50 feet from municipal sanitary sewers,
private collector sewers, or storm sewers.

▼50 feet from the nearest existing or future
grave site in a cemetery.

▼50 feet from animal yards.
▼100 feet from any buried petroleum tank

including associated piping, except that only
25 feet of separation is required for a buried
fuel oil tank if the tank is used only for
private residential heating.

▼250 feet from an absorption, storage, retention
or treatment pond, sludge disposal area, ridge
and furrow system, or spray irrigation waste
disposal site.

▼1,200 feet from any existing, proposed, or
abandoned landfill site.

Note: This list is not complete. See appendix for
complete listing.

Screen replacement
▼The well code defines screen replacement as

well reconstruction. When the screen for an
existing driven-point well in a basement or a
pit becomes plugged, the screen may not be
legally replaced. The well must be properly
abandoned and filled and a new well must be
constructed outside in a complying location.

Soil Absorption Field Septic
Tank House Buried Fuel

Tank

Pump
House or
Well

Lake

Minimum 50'

Minimum 25'

 25'

 1
00

' minimum
except for
home heating (25')

Floodplain Locations
▼The well must not be installed in a floodway.

A floodway is that part of a river valley
floodplain that becomes inundated with the
actual flowing floodwater during the regional
100-year flood.

▼The well may be installed in a flood fringe of
a river floodplain if the top of the casing pipe
is terminated at least 2 feet above the 100-year
regional flood elevation at the well site. (The
flood fringe is that part of the floodplain that
may become inundated with stagnant water
during the regional flood.) (Floodplain maps
can be obtained from DNR regional offices or
from your County Zoning Department.)

Separation Distance Requirements
▼The well must be properly separated from

sources of well contamination by the
minimum “setback” distances as specified by
the well code. For example the well must
located be at least:

▼8 feet from a cast iron or acceptable plastic
building sewer pipe or 25 feet from building
sewers made of other materials.

▼8 feet from a “clear water drain” (for example:
a rain water downspout outlet or foundation
drain discharging to the ground).

▼25 feet from a septic or holding tank.
▼25 feet from a lake, pond or ditch.
▼50 feet from the nearest edge of a septic soil

absorption system or mound system.
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What are the well
construction requirements?
▼Minimum Depth: The string of well casing

pipe—not including the screen—must extend
to at least the 25-foot depth or to at least 10
feet below the static water level, whichever is
the greater depth. This is the same minimum
casing depth as required for private drilled
wells. (The static water level is the normal
depth of standing water in the well before the
well is pumped.)

▼Casing Pipe: The well casing pipe must be
steel or steel-galvanized and must meet the
well code specifications for dimensions and
weights and the appropriate ASTM or API
standards. (ASTM A53; A106; A589 or API 5L;
5LX; 5D or 5CT. One of these standards
designation must be either marked on the
pipe or available from the supplier.)

▼Screen: Any standard metal drive-point
screen may be used for driven-point wells.
Plastic screens may not be used for driving.
The screen does not have to be continuous-
slot. However, screens having a lead content
of greater than 8% by weight also must not be
used. Experience has shown a high quality,
continuous-slot stainless steel screened well
point will provide efficient trouble-free
service for the longest time.

▼Minimum Diameter: There is no minimum
diameter for driven-point wells installed with
a “shallow” well pump. Atmospheric
pressure of about 14.7 pounds per square inch
allows a “shallow-well” pump to “pull” water
up from a maximum depth of only about 20
feet (Figure 2).  However, if you know the
pumping water level will be deeper than
about 20 feet, then you must use drive pipe
having a minimum diameter of at least 2
inches. This is necessary because the drive
pipe must be large enough to accommodate a
“packer-jet assembly” to be installed within
the pipe to enable the pump to “pull” water
up from a greater depth. (See Figure 3).
Remember, you are not allowed to construct a
pit to get the pump closer to the water table to
enable you to use a shallow-well pump.

▼Termination Height: The wellcasing drive pipe
must be terminated to extend at least 12-
inches above the permanent ground grade. If
you plan to do landscaping around the well,

be sure to leave some extra pipe so the final
pipe height is at least 12-inches above
the ground.

▼Cap: The top of the drive-pipe must be sealed
with a vermin-proof cap such as a threaded
cap that will prevent the entry of insects and
mice. Many pumps are directly connected to
the well pipe as, for example, in Figure 4. A
sanitary well seal with compressible gaskets
must be used for such installations.

What are the pump
installation requirements?
▼Discharge Types: Several types of installations

are allowed for the discharge piping from a
driven point well:
➥ Above Ground Discharge: With this method

the water is discharged through the top of
the well pipe above ground level. The well
may be located in:
▼ An above-ground building or pump

house (Figure 4).
▼ In a “walk-out” basement of a house.

(A “walk-out” basement is the first floor
of a house built into the side of a hill.)
(Wells may not be located in true, non-
walkout basements.)

▼ Outside, unprotected for warm season
operation (Figure 5).

▼ Outside, protected with an insulated
structure (Figure 6).

▼ Outside, protected with an outer
protective casing (Figure 7).

➥ Below-Ground Discharge Using a Pitless Unit:
The pitless unit must be Department-
approved and must allow for pressurized
concentric piping—the suction pipe within
a larger pipe—between the well and
the building.
▼ The annular space between the

concentric piping must be pressurized
under water pressure by installing a
“seal-cross fitting” or a “flange adapter.”
(Figure 2).

▼ Installations having non-pressurized
concentric piping are not allowed.

▼ The pitless unit must be installed to a
depth necessary to prevent freezing.
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▼Sampling Faucet: An accessible faucet must be
installed on the water line between the pump
and the pressure tank. The faucet must be at
least 12-inches above the floor of the building
or basement to allow for filling of sample
bottles. The faucet should have a smooth end
or, if threaded, the threads must be filed off.
This discourages the attachment of hoses to
the faucet, preventing the possibility of
back-siphoning of contaminants into the
water system.

▼Pumps: Methods of installation. There are
several methods for the installation of pumps
for driven-point wells:
➥ Direct connection of the pump to the top of

the well pipe for both shallow and deep
well pumps. The well can be located in a
building or outside for warm seasons.

➥ Offset connection using horizontal
pressurized concentric piping if the well is
installed outside with the pump “offset”
 in the basement (Figures 2 and 3).

▼Pump Types: Two pump types are
generally used:
➥ Shallow-well jet suction pump for water

levels less than about 20 feet deep.
(Figure 2).

➥ Deep-well type pump with a packer-jet
assembly for water levels deeper than
about 20 feet. The minimum well diameter
for this type of pump is 2 inches in order to
accommodate the installation of the jet
assembly in the well (Figure 3). This type
of pump can be used efficiently for wells
having pumping water levels down to
about 70 to 100 feet.

What must be done
after the well and pump
installation are completed?

Upon completion of the well and the pump
installation the installer is required to:
1. Test pump the well to determine the capacity

in gallons per minute. For a residence, the
well should produce at least about 4 gallons
per minute, but 8 to 10 gpm is better espe-
cially if many water using plumbing fixtures
are used in the home. If the well is a low
producer of water, this problem can often be
overcome by installing a larger pressure tank.

2. Disinfect the well using a chlorine solution
having a chlorine concentration of at least
100 parts per million.

3. Flush the well to remove all traces of the
chlorine disinfectant.

4. Collect a water sample for a bacteriological
test; submit the water sample to either the
State Lab of Hygiene or an independent
laboratory certified for bacteriological testing
that provides the DNR with a copy of the test
results; and provide a report of the sample
results to the owner within 30 days following
completion of the analysis. (The DNR
recommends the water sample also be tested
for nitrate.)

5. Submit a report for the well on a well
construction report form to the Department
of Natural Resources and provide the owner
or his or her agent with a copy of the report
within 30 days of completion of the well.

How should a driven-point
well be abandoned?

When the well is contaminated; is
noncomplying; poses a hazard to health; has not
been used for three or more years, or is in a pit
or in a basement, the well must be abandoned
by being properly filled and sealed. A license is
not required for an individual or a firm to do
this work.

Driven-point wells must be filled with neat
cement grout—a fluid mixture of Portland
cement and water mixed in the ratio of one 94-
pound bag of cement to 6 gallons of water. The
material may be poured into the top of the well
pipe until the well is filled. Any settling within
the pipe must be made up afterwards. Bentonite
clay chips may not be used to fill driven-point
wells because they can bridge too easily within
the pipe. The drive pipe may be left in place, but
it can be pulled prior to filling of the well if the
well is 25 feet deep or less.

A well abandonment form (form 3300-5B or
5W) must be completed and submitted to the
DNR regional office within 30 days following
completion of the abandonment.
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12" min.

Min. 25' 
or 10' 

below static 
H O level, 
whichever

is the 
greater 
depth

Standard
Seal-Cross
fitting

Pressure
tank

Sample
faucet

Ground surface

Pitless 
adapter 
unit Standard pipe

Pressurized

Suction
pump

Drive pipe

Drive point

No
min.
height

12" min.

Seal
cross

��
�������
�
�

Suction

Conduit 
Seal-Cross

Pressure
tank

Ground surface

Suction 
pump

12" min.

Control 
valveReturn

2 inch pipe under pressure
from approved pitless unit

Concentric suction pipe

Box (ball) elbow
may be buried

Sample faucet

Figure 2a.
Alternative installation
for offset shallow-well
pump installation using
a buried box elbow.

Figure 2.
Shallow-well
pump installation.
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2" flange 
adapter

Drive point

12" min.

2" flange 
adapter

Pressure
tank

Sample
faucet

Ground surface

Pitless 
adapter 
unit Standard 2" pipe

Pressurized

Pump

2" drive pipe

Packer jet 

12" min
height

Min. 25' 
or 10' 

below static 
H2O level, 
whichever
is greater

��
�������
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�

2" well 
adapter Pressure

tank

Ground surface

Pump

12" min.

Control 
valve

Return

2 inch pipe under pressure
from approved pitless unit

Concentric suction pipe

Box (ball) elbow
may be buried

Section pipe of
two pipe off-set
(deep well inst.)

Figure 3.
Deep-well offset pump
installation using a
packer-jet assembly in
a 2” diameter well.

Figure 3a.
Alternative installation
for offset deep-well pump
using a buried box elbow.
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4"
min. 12" min.

Optional
thermostatically
controlled
heater

Watertight seal

Distribution
pipe lines

Drain outlet

Insulation

Siding of weather-
resistant material

Removable or
hinged roof or 
roof door

Ground 
surface

Electrical
conduit pipe

Pressure
tank

Drive point

Sample faucet

Figure 4.
Above-ground discharge
using a pumphouse.
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Driven Point well

Pressure
tank

Sample faucet

Standard tee and plug

Pump

Drive point

Ground surface

25' or 10' below
static H2O 

Check
valve

Space

Dwelling

12 min.

Figure 5.
Above-ground discharge
to offset pump for
summer operations.
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Insulation

In
su

la
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n

Pressure
tank

Sample faucet

Standard tee and plug

Pump

Drive point

Ground surface

Check
valve

Space

Dwelling

12 
min.

Wall opening for 
heat passage

Hinge

Min. 25' 
or 10' 
below 
static 

H O level, 
whichever
is greater

2

Figure 6.
Above-ground discharge
protected with insulated
enclosure for all
season operation.
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Drive point

Ground surface12" min.

Pump base 
support mounting

Concrete
platform Well seal

Pump pipe between
working-barrel and 
pump-head same size 
as working-barrelWeep hole

Steel casing pipe

Sand

Figure 7.
Hand pump installation
protected from frost
with outer casing and
drainback mechanism.
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Source After Oct. 1994
Absorption Unit (field), soil ............................................ 50'

Air shaft-heating/air conditioning
(Vertical, Below grade) ......................................................... 25'

Animal Barn Pen with Concrete Floor ........................... 25'

Animal Shelter (not including small pet
shelter housing 3 or fewer adult pets) ................................. 50'

Animal Yard - Includes Calf Hutch
(but not residential lot dog kennel
enclosing 3 or fewer adult pets) ........................................... 50'

Barn Gutter - Liquid-Tight ............................................... 25'

Building Overhang (from centerline of well) ..................... 2'

Cemetery Grave Sites ....................................................... 50'

Cistern ................................................................................... 8'

Coal Storage (greater than 500 tons) ............................. 1200'

Composting Site (See Solid Waste
Processing Facility) ............................................................ 250'

Discharge to ground from a Water
Treatment Device ............................................................... 25'

Ditch-Edge of ..................................................................... 25'

Doghouse or kennel housing 3 or fewer
adult pets on residential lot ............................................... 8'

Downspout Outlet ............................................................... 8'

Drain-Sewerage (having pipe conforming to
ch. ILHR 84) (Buried) ............................................................ 8'

Drain-Sewerage (not having pipe conforming
to ch. ILHR 84) (Buried) ...................................................... 25'

Drain (any material)(Buried)
Clear Water Waste ............................................................... 8'
Building-Foundation .......................................................... 8'
Building-Foundation - Sewer Connected ........................ 8'

Drillhole used for the underground placement
of any waste, surface water or any substance
as defined in s. 160.01(8), Stats. ..................................... 100'

Fertilizer or Pesticide, any size Storage Tank
(Buried tank or surface tank > 1,500 gal.) ........................ 100'

Filter Strip ........................................................................... 50'

Fuel Oil Tank - Buried .................................................... 100'
(Including any associated
buried piping)(25' allowed
for those serving single
family residences)

Fuel Oil Tank - Surface (>1,500 gallons)
(including any associated buried piping) .......................... 100'

Fertilizer or Pesticide (Dry) Storage Area
or Building (more than 100 pounds) ............................... 100'

Gasoline or Other Petroleum or Liquid
Product Tank - Buried
(not including L.P. tanks) .................................................. 100'

(Including any associated
buried piping)

Appendix

Gasoline or Other Petroleum or Liquid
Product Tank-Surface (>1,500 gallons
including any associated buried piping) ...........................100'

Glass Lined Feed Storage Facility
(Harvestor-Type Silos) ......................................................... 50'

Grease Interceptor (Trap)(Buried) .................................... 25'

Hazardous Waste Treatment Facility
Regulated by DNR ........................................................ 1200'

Holding Tank (Sewage) ..................................................... 25'

Infiltration basin, Stormwater ....................................... 100'

Kennel on residential lot enclosing 3
or fewer adult pets .............................................................. 8'

Kennel, other than above ................................................. 50'

Lagoon, Treatment (See liquid waste
disposal system) .................................................................250'

Lake Shoreline (Measured to the edge of
the floodway) ........................................................................ 25'

Landfills (existing, proposed or abandoned)
(Distance to Nearest Fill Area of
abandoned landfills if Known;
Otherwise to the Property Line) ......................................1200'

Lift Station## ........................................................................................................................ 100'

Liquid Waste Disposal System ..................................... 250'*

Manure Hopper or Reception Tank -
Liquid-Tight ....................................................................... 50'

Manure Loading Area ....................................................... 50'

Manure Stack .................................................................. 250'*

Manure Stack, - Temporary ........................................... 150'

Manure - Storage Structure
(Earthen, Excavated or Non-liquid tight) ........................ 250'*

Manure Storage Structure
(Fabricated, Liquid Tight) ..................................................100'

Manure - Storage Structure
(Earthen, Excavated or Non-liquid tight) ........................ 250'*

Manure Storage Structure
(Fabricated, Liquid-Tight) ................................................. 100'

Manure - Storage Basin - Liquid-Tight
Concrete Floor with an Acceptable
Drainage Facility ................................... Now in category of

 Manure Storage
Structure

Mound System (Measured to the
toe of the mound) ..................................................................50'

Nonpotable Well .................................................................. 8'

Pesticide or Fertilizer (Dry) Storage Area
or Building (More than 100 Pounds) .............................. 100'

Pesticide or Fertilizer Storage Tank
(not buried) - less than 1,500 gallons
(distance only for nonpotable wells) ...................................... 8'

Source After Oct. 1994
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Pesticide or Fertilizer Storage Tank -
(Buried tank any size, or surface tank > 1,500 gal.) .........100'

Pet Waste Pit Disposal Unit ............................................. 50'

Pits - Noncomplying ........................................................... 8'

Plastic Silage Storage and Transfer Tube ......................... 8'

Pond, Stormwater detention (Edge of) ............................ 25'

Pond, treatment (See liquid waste, disposal system) ...... 250'

Privy .................................................................................... 50'

Quarry (See NR 812.12(16) for well casing depth
requirements for wells within 1,200 feet of a quarry.)

Reservoir - Noncomplying ................................................ 8'

Ridge and Furrow System (See liquid waste
disposal system) ........................................................................

River or Stream Edge (Measured to
the edge of the floodway) ...................................................... 25'

Salt or Deicing Material Storage Area
(Including structure and area surrounding
where material is transferred to vehicles) .......................... 250'

Salvage Yard ..................................................................... 250'

Septic Tank.......................................................................... 25'

Sewer (ch. ILHR 84 Materials)(Buried)
-Manure/Gravity ............................................................ 25'
-Manure/Pressurized .................................................... 25'
-Sanitary or Storm Building/Gravity ............................ 8'
-Sanitary Building/Pressurized ................................... 25'
-Sanitary Collector (Serving ≤ 4 living
  units or ≤ 6"diameter) .................................................... 25'
-Sanitary Collector (Serving > 4 living
  units or > 6"diameter) ................................................... 50'*
-Influent ............................................................................ 50'
-Storm Collector (≤ 6" diameter) .................................... 25'
-Storm Collector (> 6" diameter) .................................. 50'*

Sewer (not ch. ILHR 84 Materials)(Buried)
-Manure/Gravity ............................................................ 25'
-Manure/Pressurized .................................................... 50'
-Sanitary Building/gravity ........................................... 25'
-Sanitary Building/Pressurized ................................... 50'
-Storm Building................................................................. 8'
-Sanitary Collector .......................................................... 50'
-Storm Collector .............................................................. 50'
-Influent ............................................................................ 50'

Shoreline - Lake, River or Stream (Measured as
indicated in s. NR 812.08(4)(b)(7). ..................................... 25'

Silage Storage, Earthen Trench or Pit ........................... 250'

Silage Storage Structure (Fabricated liquid-tight)
(In-ground or surface) ........................................................100'

Silage Storage-Surface, Uncovered............................... 100'

Silage Storage Tube (Plastic) .............................................. 8'

Silo With Pit ........................................................................ 50'

Silo Without Pit But With Concrete
Floor and Drain ................................................................. 50'

Sludge Landspreading or Drying ................................. 250'

Soil Absorption Unit (<8,000 gal/day,
includes alternate unit) .......................... 50' (200' for schools)

Soil Absorption Unit (≥8,000 gal/day,
existing or abandoned) .......................................................250'

Solid Waste Processing Facility (Including
composting facilities) .........................................................250'

Solid Waste Site (Distance to Nearest Fill Area
or Proposed Fill Area If Known; Otherwise to
the Property Line) ...........................................................1,200'

Solid Waste Transfer Facility ......................................... 250'

Spray Irrigation Waste Disposal Site
(See liquid waste disposal system) .....................................250'

Stormwater detention pond or basin ............................. 25'

Stormwater infiltration basin ........................................ 100'

Sump - Watertight clear water .......................................... 8'

Sump - Wastewater (Watertight)
(form. cast-iron equiv.) .........................................................25'

Sump - Wastewater (not watertight or equiv.
to cast iron) .......................................................................... 25'

Swimming Pool (above or below ground)
(from edge of water) ............................................................... 8'

Temporary Manure Stack ............................................... 150'

Wastewater Treatment Plant Effluent Pipe ................... 50'

Wastewater Treatment Plant Structure,
Conveyance or Treatment Unit ..................................... 100'

Well approved for underground placement
of any waste, surface water or any
substance as defined in s. 160.01, Stats. ....................... 100'

Yard Hydrant ....................................................................... 8'

*  Note:  See NR 812 for additional details

v:\9502\ws981208.rws
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Region Offices
Northern Region
810 W. Maple Street
Spooner, WI 54801
(715) 635-2101

107 Sutliff Avenue 
Rhinelander, WI 54501
(715) 365-8900

West Central Region
1300 W. Clairemont
P.O.Box 4001
Eau Claire, WI 54702-4001
(715) 839-3700

Northeast Region
1125 N. Military Avenue 
P.O.Box 10448
Green Bay, WI 54307-0448
(920) 492-5800

Southeast Region
2300 N. Dr. Martin Luther King Jr. Dr.
P.O.Box 12436
Milwaukee, WI 53212
(414) 263-8500

South Central Region
3911 Fish Hatchery Road
Fitchburg, WI 53711
(608) 275-3266
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